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Abstract 
The assessment of an energy retrofit necessarily requires an energy measurement campaign be-
fore (base year energy consumption) and after (post retrofit energy consumption) the retrofit. 
Only in this way is it possible to reach a safe conclusion, on the true retrofit impact. In addition, a 
number of adjustments are necessary to secure that the retrofit impact on energy consumption is 
effectively isolated, i.e., which we report on the true retrofit impact and not, for example, on ex-
ternal variations, such as a more mild winter. This paper introduces a conceptual framework for 
taking account, in the retrofit impact assessment, of three external parameters: weather, indoor 
comfort and space occupancy. The broader strategy behind this work is to develop a comprehen-
sive methodology that would allow a cost efficient, fast and accurate assessment of energy retro-
fits in buildings. This would allow insight, on the investor side, as to the prudence of his invest-
ment and, and in this way, could help the proliferation of the practice of energy retrofits. The ad-
justment methodology, introduced here, is a first step in this direction. 

 
Keywords 
Energy Retrofit, Impact Assessment, External Parameter Adjustment, Occupancy, Operational  
Retrofit 

 
 

1. Introduction 
Building retrofits are an important activity in the construction industry. They may be initiated for many reasons, 
one of which is the reduction of energy consumption (energy retrofits). What remains a key barrier for a wider 
uptake of energy retrofits is the difficulty one encounters to measure and communicate their impact. As a result, 
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the lack of data backed evidence on the retrofit impact does not allow the building owner to gain insight in his 
investment. Similarly, it does not allow the retrofit provider to fully understand his solution limitations and 
launch continuous improvement strategies.  

According to IPMVP (International Performance Measurement and Verification Protocol), measuring energy 
savings should be based on the following general equation: 

Energy Savings Baseline (pre retrofit) Energy Use Post Retrofit Energy Use Adjustments= − ±       (1) 

Adjustments are required to account for changes of external conditions. Weather and occupancy information 
are key external parameters, suggested for use in M&V protocols [1] [2]. They will also be used in our approach. 
The uncertainty of such data has received significant attention in the literature [3]-[6]. Weather data are often 
taken from distant meteorological stations and might fail, in this way, to capture micro-climate conditions 
around the specific building. Occupancy presents important difficulties to measure. Several approaches have 
been proposed in the literature for assessing baseline as well as post retrofit energy use. Kissock [7] developed a 
regression methodology to measure retrofitting energy use in commercial buildings. Krarti et al. [8] utilized 
neural networks to estimate energy and demand savings from retrofits of commercial buildings. Dhar et al. [9] 
generalized the Fourier series approach to model hourly energy use in commercial buildings. In addition, in 
most practical cases, utility bill data are used because they are widely available and inexpensive to obtain and 
process. Reddy et al. [10] presented a formal baselining methodology at the whole building level based on 
monthly utility bills and took outdoor dry-bulb temperature as the only model regressor.  

This research background reveals that adjustments are only one of the many difficulties that need to be over-
come towards our end goal, i.e., an accurate, reliable and cost efficient assessment of the retrofit impact. How-
ever, even defining the baseline energy consumption, in a cost effective and practical way, may, in some cases, 
present significant difficulties. Let us imagine, for example, the case where a sub-part (e.g. a floor) of a building, 
equipped with a centralized HVAC system, is retrofitted. How can one define here the baseline consumption? 
This is not a trivial question if we wish to end up with a practical solution and avoid costly measurements of the 
many parameters contributing to it (e.g. air duct velocities). Obviously, scaling down building level data to our 
reduced retrofit scope (e.g. floor) would introduce large errors and can not be recommended. 

Another critical issue for the viability of a retrofit assessment procedure is the duration of the campaign. Any 
scheme requiring more than a couple of weeks of monitoring before and after the retrofit would stand little 
chances for business uptake. 

In this paper, we touch upon only one of the many issues that are related to this key issue of retrofit assess-
ment. We discuss the issue of M&V adjustments of parameters that may be different before and after the retrofit 
and may, because of this, affect our assessment. We propose a methodological framework to address three types 
of possible parameter variation: weather, indoor conditions and building occupancy. This is summarized in Fig-
ure 1.  

2. Methods 
We will define our baseline impact, prior to any adjustment, by means of Equation (2). This equation essentially 
calculates the change of energy consumption, of our study building space, before and after the retrofit, as a per-
centage of the former energy consumption. Energy consumed is measured in the real time, at an equal, before 
and after the retrofit, number of time instances [N]. 

[ ] [ ] [ ]pre,i post,i pre,i
1 1 1

Baseline Impact
N N N

i i i
E E E

= = =

      = −            
∑ ∑ ∑                    (2) 

 

 
Figure 1. Weather, building occupancy and indoor conditions included as the 
M&V adjustments to assess the true energy retrofit impact. 
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pre, the pre-retrofit period, year or other. 
post, the post-retrofit period, of a similar duration with the pre-retrofit one. 
i, a measurement instance. 
N, the number of measurements that we assume will be the same in both, pre and post periods. With regard to 

the data resolution, the methodology will be able to operate on any resolution. Typically, the “hour” would be a 
reasonable time scale for data collection. 

E[pre,i], the energy consumption at a measurement time [i] of the [pre] period.  
E[post,i], the energy consumption at a measurement time [i] of the [post] period. 

[ ]pre,i
1

N

i
E

=
∑ , total energy consumption in the pre-retrofit period. 

[ ]post,i
1

N

i
E

=
∑ , total energy consumption in the post-retrofit period. 

We will now define methods for adjusting this baseline figure for the three external parameters suggested 
above. 

2.1. Adjusting for Outdoor Temperature  
Let us consider that Tpre,i and Tpost,i represent the external temperature at time [i] within the [pre] and [post] pe-
riods respectively. For simplicity and with no loss of generality the resolution of the temperature data is set sim-
ilar to that of energy data. In the unlikely case that Tpre,i = Tpost,i, for all [i], external temperature will not affect 
our impact figure in Equation (2). Thus, if the energy consumption before the retrofit is 100 and the respective 
energy consumption after the retrofit is 80, we can safely assume that the impact of our retrofit is as shown be-
low.  

[ ]Impact 100 80 100 an 20% Reduction Saving of Energy= − =                    (3) 

Obviously, if the equation T[pre] = T[post] for all [i] does not apply, the above impact figure is not valid any 
more. The energy consumption is now affected by the different weather among the two periods.  

We propose to adjust for the weather by extending a well known concept in the related literature, that of heat-
ing/cooling degree hours. Fels et al. [11] were the first to utilize a similar concept, of the variable-base degree- 
day in retrofitting. A similar approach was used in [12]. Here, we expand this concept by increasing its resolu-
tion at the hour level. Heating/cooling degree hours, noted as Hdh and Hch respectively are a means to describe 
the thermal needs of a building. Their calculation is very simple and is based on the comparison of the hourly 
outdoor temperature with a preset reference temperature (e.g. 20 deg). Let us see how this would work. 

Let us assume two, equal in time, periods across the year, the first representing a heating period with a refer-
ence temperature set to 20 and the second a cooling period with a reference temperature of 26 degrees. A year 
has 8760 hours, therefore 4380 would be considered as heating hours and an equal 4380 as cooling hours. Any 
other separation between heating and cooling hours is possible, without any loss of generality. Even three or 
four periods can be easily accommodated in the methodology. 

For every hour of our temperature monitoring during the heating period we would subtract the measured 
temperature from the reference temperature and calculate the degree hours during that, particular, hour. Follow-
ing the same rule, across the whole heating period, we would end up with a total of heating degree hours. Ex-
panding over to the cooling period we would calculate, in an identical way, the total of the cooling degree hours. 
Obviously, the harsher the winter, the higher the heating degree hours; the hotter the summer, the higher the 
cooling degree hours; and vice versa. 

In this way, we have captured in a single metric the impact of weather. Obviously, this is a linear approxima-
tion and, because of this, introduces some error. A linear approximation essentially implies that the heating 
energy required to raise, as an example, the indoor temperature one degree when the outdoor temperature is 8 
degrees is the same as that required to raise the indoor temperature one degree when the outdoor temperature is 
18 degrees. This, in theory is not true, however in practice it is close to being true. The linear approximation 
proposed is a workable methodology, easy to implement. Any more sophisticated approach would introduce 
complex phenomena that could perhaps increase the accuracy to, however, a large and unacceptable loss of 
practicality. 
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Let us know see an example to see how our impact is adjusted against the outdoor temperature. We will use 
the same as above example, where the energy consumption before the retrofit is 100 and the respective energy 
consumption after the retrofit is 80. However, now the equation Tpre,i = Tpost,i for all [i], does not apply any more. 
In addition, we have carried out our real time calculation of heating degree hours for both periods, before and 
after the retrofit. Thus, let us say the Hdhpre = 1500 and the Hdhpost = 2000.  

The figures above indicate that in the period after the retrofit, the weather has been much harsher as reflected 
in the significantly higher number of heating degree hours. Our linear model would thus require an offset factor 
as follows: 

post preWeather Adjustment Factor Hdh Hdh 2000 1500 4 3= = =                    (4) 

Therefore our impact figure, adjusted for weather, denoted by impact [w], would now assume the following 
value: 

Impact [w] Baseline Impact Weather Adjustement Factor 20% 4 3 26.7%= = =              (5) 

One may now ask whether we need to carry out a similar exercise during the cooling period. A closer look to 
the retrofit is required to answer this point. If, for example, the retrofit includes elements (e.g. window changes) 
that affect their g value, monitoring during the cooling period would be necessary as changes of g values will 
manifest more strongly during the summer period.  

2.2. Adjusting for Indoor Comfort  
This purpose of this adjustment is to offset any different indoor comfort conditions between the [pre] and [post] 
periods and to dissociate them from the true retrofit impact. Different indoor conditions may, for example, result 
because of a different thermostat setting, between the two periods. If users, for any reason, opt for a different 
indoor temperature before or after the retrofit, this will affect energy consumption figures. To isolate the true re-
trofit impact one would need to carry out an adjustment, along a similar, as above, rationale. Instead of “heating 
degree hours” we will now use the concept of “comfort degree hours”, noted as Cdh. Comfort degree hours are 
calculated by subtracting the indoor temperature from a reference comfort temperature set, for example at 22 
degrees. The calculation is done is an exactly similar way. Real time indoor, now, temperatures are subtracted 
every [i] time from this reference temperature to calculate the comfort hours. We would again opt for a linear 
model, for the same reasons as in the case of weather. Also, we restrict to the temperature aspect of indoor cli-
mate and do not consider humidity changes. However, an enthalpy, instead of a temperature, adjustment would 
be perfectly possible to include also humidity changes in the adjustment factor. That would not increase at all 
the cost or the complexity of the exercise, especially as humidity sensors are of a low cost and often come to-
gether with ambient temperature ones. 

As an example, let us assume we have calculated a figure of Cdhpre = 630 and the Cdhpost = 420. This would 
imply that in the post retrofit period the indoor environment was more “cold” resulting to a much decreased 
value of the comfort degree hours. We would therefore need to compensate this fact and offset it from our im-
pact calculation. Similar as above, we would establish a comfort adjustment factor as follows: 

post preComfort Adjustment Factor Cdh Cdh 420 630 2 3= = =                      (6) 

One can notice that, in this case, the impact of the different comfort conditions has a negative impact on true 
impact (factor 2/3). Our new impact indicator, adjusted also for indoor comfort, denoted by impact [w, c], 
would now be: 

Impact [w, c] Impact [w] Comfort Adjustement Factor 26.7% 2 3 17.8%= = =               (7) 

2.3. Adjusting for Occupancy  
Occupant densities in office buildings can vary between 4.3 m2 and 22.8 m2 per person, and this range obviously 
significantly impacts internal heat gains [13] [14]. Overall, it is now widely acknowledged in the literature [15]- 
[25] that occupant behavior plays a major role in determining building energy use. It is usually the main reason 
causing the significant gaps between actual and predicted energy performance [16] [26] [27] of buildings. Stu-
dies have shown that occupant behavior may vary to such an extent that the resultant building energy use may 
differ by a factor of two or more! [28] [29]. 
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Building occupancy profiles may change for a number of reasons. For example, the working hours may 
change. The spaces may change, may increase or temporarily decrease due to maintenance works. Then the 
number of people may increase, decrease or change across time and space. Unpredictable events, natural catas-
trophes, strikes, may further add to the occupancy changes. 

Do occupancy changes affect our energy considerations? The case deserves here some special attention, as it 
is not as straightforward as in the above cases, for indoor and outdoor conditions.  

Let us imagine an office that accommodates ten office employees and in the post retrofit period their number 
has increased to twelve. Obviously the energy efficiency (energy consumed per person) of the space has de-
creased but the energy requirements of it will have remained more or less the same. In this case it would not re-
ally make sense to compensate for the new occupancy. On the other hand if, as a result of the retrofit itself, new 
spaces are made operational or old ones are decommissioned then this occupancy change would have an impact 
also on the energy profiles. Thus, there are two broad cases for occupancy.  

Occupancy changes during retrofits may be due to the change of the effective building area or the timing of 
its use. In a way, our reference building after the retrofit has now somehow changed; this will result to a differ-
ent energy consumption profile. Thus, there is a need to account for the different occupancy before and after the 
retrofit. 

Occupancy changes may also be due to changing space use profiles, as in the example above where people 
office density increased. In this case, it does not seem appropriate to compensate for occupancy, as the energy 
consumption will only marginally be affected by such changes.  

However, in the case of the occupancy, it might not be the best possible approach to keep on looking into the 
retrofit impact in terms of changes of the energy consumption per year (KWH/year). Indicators that consider 
space efficiency rather than consumption (KWH/person/year) seem much better positioned to model the true 
occupancy retrofit impact. Indeed, such indicators would now be affected by our “density” like, occupancy, 
changes. 

This discussion highlights a different type of retrofitting; operational retrofitting, i.e., changing our build-
ings’ use profiles so that they may serve more people with the same energy, so that they may be more use effi-
cient. At the end, “energy per serviced user-hours” would be the ultimate building energy efficiency indicator. 
It would be far more comprehensive than the usual “energy per hypothetical population” or “energy per foo-
tage”. 

As a summary, we have highlighted above that the issue of occupancy holds an important potential. However, 
its treatment is not as straightforward as its heating and comfort degree hours peers. The analysis will be differ-
ent depending on whether we are looking at the retrofit impact on energy consumption or if we are also inter-
ested in the more subtle space performance, in the case where our retrofit has included aspects of operational 
changes or retrofits. 

Let us consider these two cases independently. 
The classical retrofit and the case of building/space energy demand.  
In this case, we assume our retrofit has had by design no intention to affect directly or indirectly the opera-

tional profiles of the space/ building. Here we need to investigate, one by one, the occupancy changes that may 
have resulted. Typical issues to consider here are: 

Are new building parts put in operation or are older ones decommissioned? Has their use timing changed?  
Such issues will have an impact on the energy consumption. An occupancy based adjustment will be required. 
The operational retrofit and the case of building/space energy performance. 
In this case, we assume our retrofit has had by design an intention to affect directly or indirectly the opera-

tional profiles of the space/building. We are now entitled to have these, now increased, occupancies, incorpo-
rated in our impact indicator in a favorable way. 

Our adjustment approach will be similar to the two above discussed adjustments, for external and internal 
temperature. The adjusting parameter will now be the average, headcount, occupancy, denoted in the following 
as Occ. 

Let us assume we have calculated a figure of Occpre = 30 and the Occpost = 40. This would imply that in the 
post retrofit period more people are serviced, either because of the retrofit design or for any other reason as 
those discussed above (e.g., an increase or the operational building hours). Again, we would now need to com-
pensate this fact and offset it from our impact calculation. Our occupancy adjustment factor would now be cal-
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culated as follows:  

post preOccupancy Adjustment Factor Occ Occ 40 30 4 3= = =                       (8) 

Our new impact indicator, adjusted also for occupancy and denoted by impact [w, c, o], would now be, 

Impact [w, c, o] Impact [w, c] Occupancy Adjustement Factor 17.8% 4 3 23.7%= = =            (9) 

3. Conclusions 
We have presented above a conceptual framework for managing and carrying out adjustments when trying to 
assess the impact of a retrofit. We have suggested that these adjustments should include compensation for dif-
ferent outdoor (change of outdoor temperature), different indoor (change of indoor temperature), changes in 
building occupancy and use profiles. 

Besides emphasizing the need to carry out adjustments along the three above parameters, we have developed 
a concrete methodology for carrying them out. In the case of indoor and outdoor conditions, the methodology is 
an extension of the well-known concept of heating days/hours. Heating/cooling hours will offset the weather 
impact while comfort hours will adjust the indoor climate variation. In this paper, we have modeled the comfort 
hours exclusively on indoor temperature; this can be readily extended to an enthalpy based indicator, including 
also the humidity changes.  

In the case of occupancy, we have considered it necessary to differentiate between occupancy changes that 
come as a result of the retrofit itself and those resulting in an ad hoc manner. In the first case we have a so called 
operational retrofit; this should be always accounted for in the retrofit impact calculation. An operational retrofit 
reconsiders the space use and space user deployment in view of a better energy performance. Operational retro-
fits hold some important savings’ potential and have been somehow overlooked as to their potential to deliver 
energy savings. However, the way that a building is operated can have an important impact, maybe comparable 
to the way that it is insulated. This is especially relevant in the case of new and modern building designs that 
have already introduced advanced insulation technologies and have rather little to expect from enhancements of 
their shell insulation or energy systems.  

The ability to measure occupancy (headcount) in a cost efficient way would add to the proliferation and vali-
dation of such concepts. This appears to be quite a serious limitation to the practical uptake and validation of 
operational retrofits. 

In the case of occupancy, besides operational retrofits, one needs to also consider all other ad hoc occupancy 
changes, on a case per case basis, in order to see if and how they may affect the retrofit impact and should, 
therefore, be uptake in the adjustment methodology. For example, the change of the timing of the building use 
and the effective building area would also require adjustment. 

4. Discussion—Further Research 
The work presented here is a conceptual part of a larger ongoing research aiming at practical retrofit evaluation. 
The adjustment methodology presented above will be incorporated there together within another major topic: 
the definition of the consumption, baseline and post retrofit, in building spaces. Whenever our retrofit scope 
is that of a building space alone (a floor, a set of rooms, etc.), the measurement of the HVAC energy consumed 
in that space may be a very hard exercise indeed. Similar may apply if we want to look into a specific part of the 
retrofit strategy that has been applied to a specific part of the building. We will now need a complementary 
concept to manage such cases; otherwise the applicability of the adjustment methodology will be limited. In ad-
dition, the monitoring protocol duration is a highly important, issue. The more we can shorten it and still reach 
valid impact results, the more promising the methodology would be in true business environments. 

Field validation will be required for the full methodology, energy baseline and post retrofit definition 
and adjustment incorporation, to monitor how the calculated impact evolves as the monitoring duration in-
creases. We hope in this way to define an “effective duration”, required for this exercise to converge a safe as-
sessment of the impact. We also expect this to be close to that of a week. 

In short, the next step of this research would be a full and comprehensive methodology for retrofit evalua-
tion that would be practical and short in time, without the requirement to resort to costly and expensive 
measurements (e.g. velocities in air and ducts, etc.) and without the need to carry on the campaign for long pe-
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riods. These two conditions would grant the methodology some significant opportunity for true industry uptake. 
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